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Safety Precautions 
Before operating the generator set, read the Operator‘s 
Manual and become familiar with it and the uipment. Safe 
and efficient operation can be achieved oly if the unit is 
proper1 operated and maintained. Many accidents are 

The following symbols, found throughout this manual, alert you 
to potentially dangerous conditionsto the operator, service per- 

caused l y failure to follow fundamental rules and precautions. 

sonnel, or the equipment. 
This symbol warns of Immediate baz- 

ards which will result in severe personal injury or 
death. 
-1 This symbol refers to a hazard or unsafe 
practice which can result in severe personal injuy 
or death. 
GZ%O%Kl This symbol refers to a hazard or unsafe 
practice which can result in personal injury orprod- 
uct or properfy damege. 
FUEL AND FUMES ARE FLAMMABLE. Fire, explosion, and 
personal injury can result from improper practices. 
DO NOT fill fuel tanks while engine is running. Fuel contact 
with hot engine or exhaust is a potential fire hazard. 

~~ ~~ 

0 Keep your hands away from moving parts. 

0 Make sure that fasteners on the generator set are secure 
Tighten supports and clamps, keep guards in position ove, 
fans, drive belts, etc. 

0 Do not wear loose clothing or jewelry while working on gen- 
erator sets. Loose clothing and jewelry can become caught 
in moving parts. Jewelry can short out electrical contacts 
and cause shock or burning. 

0 If adjustment must be made while the unit is running, use ex- 
treme caution around hot manifolds, moving parts, etc. 

ELECTRICAL SHOCK CAN CAUSE SEVERE PERSONAL 
INJURY OR DEATH 

0 Disconnect starting battery before removing protective 
shields or touching electrical equipment. Use rubber insula- 
tive mats placed on dry wood platforms over floors that are 
metal or concrete when around electrical equipment. Do not 
weardampclothing (particularlywetshoes) orallowskinsur- 
faces to be damp when handling electrical equipment. 

0 Use extreme caution when working on electrical compo- 
nents. High voltages can cause injury or death. 

0 

- 
0 Follow all state and local electrical codes. Have all electrical 

installations performed by a qualified licensed electrician. 
Tag open switches to avoid accidental closure. 

Do NOT (“JNECT GENERATOR SET DIRECTLY To 

ages can flow from the generatorset into the utility line. This 
creates a potential for electrocution or property damage. 
Connect only through an approved device and after building 
main switch is own. Consult an electrician in reaard to 

DO NOT SMOKE OR USE AN OPEN FLAME near the gen- 
erator set or fuel tank. 
Fuel lines must be adequately secured and free of leaks. 
Fuel connection at the engine should be made with an a p  

n g  on flexible lines as copper will work harden and become 
brittle. 
Be sure all fuel supplies have a positive shutoff valve. 

proved flexible, non-conductive line. Do not use copper p ip  ANY BUILDING ELECTRICAL SYSTEM. Hatardous volt- 

GASOLINE AND LPG FUEL MAY BE ACCIDENTALLY IG 
N E D  BY ELECTRICAL SPARKS, resentlngthe hazardof 

jury or death. When Installing the generator set: 
0 Do not tie electrical wiring to fuel lines. 
e Do not run electrical lines and fuel lines through the same 

0 Keep electrical and fuel lines as far apart as possible. 
0 Place a physical barrier between fuel lines and electrical 

lines wherever possible. 
0 tf electrical and fuel lines must pass through the same com- 

partment opening, make certain that they are physically 
separated by running them through individual channels, or 
by passing each line through a separate piece of tubing. 

0 DO NOT SMOKE while servicing batteries. Lead acid bat- 
teries,&it a highly explosive hydrogen gas that can be ig- 
nited by electrical arcing or by smoking. 

fire or explosion, whlch can resu f tin severe personal ln- 

compartment openings. 

EXHAUST GASES ARE DEADLY 
0 Never sleep in the vehicle with the generator set running un- 

less vehicle is equipped with an operating carbon monoxide 
detector. 

0 Provide an adequate exhaust system to properly expel dis- 
charged gases. Inspect exhaust system daily for leaks per 
the maintenance schedule. Ensure that exhaust manifolds 
are secure and not warped. Do not use exhaust gases to 
heat a compartment. 

0 Be sure the unit is well ventilated. 
MOVING PARTS CAN CAUSE SEVERE PERSONAL IN- 
JURY OR DEATH 
0 Before starting workon the generator set, disconnect batter- 

ies. This will prevent accidental arcing. 
b 

Y 

emergency power use. 

GENERAL SAFETY PRECAUTIONS 

0 Have afire extinguisher nearby. Maintain extinguisher prop- 
erly and become familiar with its use. Extinguishers rated 
ABC by the NFF’A are appropriate for all applications. Con- 
sult the local fire department for the correct type of extin- 
guisher for various applications. 

e Hot coolants under pressure can cause severe personal in- 
jury. DO NOTopen a radiator pressure cap while the engine 
is running. Stop the engine and carefully bleed the system 
pressure. 

0 Benzene and lead, found in some gasoline, have been iden- 
tified by some state and federal agencies as causing cancer 
or reproductive toxicity. When checking, draining or adding 
gasoline, take care not to ingest, breathe the fumes, or con- 
tact gasoline. 

Used engine oils have been identified by some state or fed- 
eral agencies as causing cancer or reproductive toxicity. 
When checking or changing engine oil, take care not to in- 
gest, breathe the fumes, or contact used oil. 

e Remove all unnecessary grease and oil from the unit. Accu- 
mulated grease and oil can cause overheating and engine 
damage, which presents a potential fire hazard. 

0 DO NOTstore anything in the generator compartment such 
as oil or gas cans, oily rags, chains, wooden blocks, portable 
propane cylinders, etc. A fire could result or the generator 
set operation (cooling, noise and vibration) may be ad- 
versely affected. Keepthe compartmentfloor clean and dry. 

Do not work on this equipment when mentally or physically 
fatigued, or after consuming any alcohol or drug that makes 
the operation of equipment unsafe. 

’ 
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Section 1 Introduction 
ABOUT THIS MANUAL . 

This manual provides information for operating and 
maintaining the Microlitem (KV) generator set. Study 
this manual carefully and comply with all warnings and 
cautions. Using the generator set properly and following 
a regular maintenance schedule will result in longer unit 
life, better performance, and safer operation. 

MicroLite is a trademark of the Onsn Corporation 

HOW TO OBTAIN SERVICE 

When the generator set requires service, contact your 
nearest authorized dealer or distn'butor. Factory-trained 
Parts and Senrice representatives a re  ready to handle all 
your service needs. 

If unable to locate a dealer or distributor, consult the Yel- 
low Pages. Typically, our distributors are listed under: 

GENERATORS-ELECTRIC, 
ENGINESGASOLINEOR DIESEL, OR 
RECREATIONALVEHICLES-EQUIPMENT, 
PARTS AND SERVICE. 

Forthe nameof your local CummindOnan orOnan-only 
distributor in the United States or Canada, call 
1-80088&ONAN (this automated service u t i i e s  touch- 
tone phones only). By entering your area code and the 
first three digits of your local telephone number, you will 
receive the nameand telephonenumberofthedistribu- 
tor nearest you. 

IAWARNINGI 

Forthe name of your local Cummins-only distributor, or if 
you need more assistance, please call Onan Corpora- 
tion, 1-612-!574-5000, 7:30 AM to 4:OO PM, Central 
Standard Time, Monday through Friday. 

When contacting your distributor, always supply the 
complete Model Number and Serial Number as shown 
on the generator set nameplate. 

AC Volts: 

Amps: 

Fuel: 
ILKulation - NEMA class Ambimt 4OoC 

FIGURE 1-1.0" WEPLATE 

INCORRECTSERWCE ORPARTSREPLACEMENTCANRESULTIN SEVERE PERSONAL INJURY, Dr;37W, AND/ 
OR EQUIPMENT DAMAGE. SERVICE P€i?SONN€L MUST BEQUALIFIED TO PERFORM ELECTRICAL AND/OR 
MECHANICAL SERVIE 



[liWARNINGI Operation of the generator set with the access cover removed can result in severe personal Injury 
or equipment damage. Hot components are exposed when the access cover is removed andgeneratorset cool- 
ing air does not circulate properly. Do not operate the generator set with the access cover removed. 

PREHEAT 
CONTROL 

\ AIR FILTER 
COVER 

FIGURE 1-2 MICROLITErU (mr) GENERATOR SET 
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Section 2. Specifications 

50 
1 700 
240 
7.1 

GASOLINE MODELS 

50 
2000 
220 
9.1 

GENERATOR DETAILS 
Type 
Frequency (Hertz) 
Power (Watts) 
Voltage 
Current (Amperes) 

60 
2200 
1 20 
18.3 

ENGINE DETAILS 
Engine 
Fuel 
Engine Oil Capacity 
Battery Requirements: 

Battery Size 
Cold Cranking Amps 

Spark Plug Gap 
Average Fuel Consumption: 

No Load 
Half Load 
Full Load 

60 
2800 
1 20 
23.3 

LPG MODELS 

GENERATOR DETAILS 

Frequency (Hertz) . 

Type 

Power (Watts) 
voltage 
Current (Amperes) 

0.2 gph (0.8 Uh) 
0.21 gph (0.8 Lh) 
0.33 gph (1.3 Lh) 

ENGINE DETAILS 
Engine 
Fuel 
Engine Oil Capacity 
Battery Requirements: 

Battery Size 
Cold Cranking Amps 

Spark Plug Gap 
Average Fuel Consumption 

No Load 
Half Load 
Full Load 

0.2 gph (0.8 Llh) 
0.23 gph (0.9 Uh) 
0.4 gph (1.5 Uh) 

0.2 gph (0.8 Lh) 
0.28 gph (1 .O Vh) 
0.35 gph (1.3 Uh) 

0.2 gph (0.8 Uh) 
0.3 gph (1.1 Uh) 

0.43 gph (1.6 Uh) 

2 0  Kv 

Onan, Revolving Field, 2-Pole 
5 0 .  

2000 
220 
9.1 

Onan GH-200 
LPG Vapor (1 1 inches W.C.) 

1 qt (0.95 I-) 

1240% 
360 

0.025 in. (0.64 mm) 

0.2 gph (0.8 Uh) 
0.3 gph (1.14 Uh) 
0.45 gph (1 -7 Uh) 

2.2 KV I 2.8 KV 

25  W 

Onan, Revolving Field, 2-Pole 
60 

2500 
120 
20.8 

Onan GH-200 
LPG Vapor (1 1 inches W.C.) 

1 Qt (0.95 L) 

1 2-volt 
360 

0.025 in. (0.64 mm) 

0.2 gph (0.8 Uh) 
0.34 gph (1 2 9  Uh) 
0.55 gph (2:08 Lh) 

The 60 Hertz models are liated by C.SA and the U.S. Testlng Company. 
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Section 3. Operation 
IAWARNINGI 

EXHAUST GAS IS DEADLY! 

EMaust gases contaln carbon monoxide, an odorless and colofiess gas. Car- 
bon monoxide is poisonousand can cause unconsciousness and death. Symp- 
toms of &on monoxide poisoning can Include: 

Dizziness 
Nausea Muscular Twitching 
Headache . VomiUng 
Weakness and Sleepiness 

Throbblng In Temples 

Inability to mink coherently 

IF YOU OR ANYONE ELSE EXPERIENCE ANY OF THESE SYMPTOMS, GETOUT 
IMO THE FRESH AIR IMMEDIATELY. if symptoms perslsl: seek medid aften- 
Uon. Shut down the unit and do not operate until It has been Inspected and r e  
paled. 

Never sleep In the vehIcle with the generator set running unless the vehicle Inte- 
rior Is equlpped with an operating catlaon monoxlde detector. Pmtecflon 
against carbon monoxldeinhalatlon also Includes properexfraustsystem Instal- 
IaUon and visual and audible inspeMon of the complete exhaustsyslem at the 
starf of each generator set opefaUon. 

GENERAL 

This section describes starting and operating the gen- 
erator Set. Read through this entire secb'on before start- 
ing the set. Become COmPbtw familiar with the set to 
operate it corrediy. 

Exhaustgases can cause severe per- 
sonal Injury or death. Never operate the generafor 
set unkss the exhaust outlet Is ckar of wail& snow 
mks, ~ ~ ~ y ~ b s h r u c f l o n s  thafcanprevenfexhaust 
gases from dissipating . Never operate any exhaust 
fan In the vehicle when fhe genepator set Is ramlng: 
an exhaust fan can draw exhaust gas Into Me vehl- 

PRE-START CHECKS C k .  

General Inspection 

Open the access cover and inspectthe set and the entire 
exhaust system. Look for loose or damaged compo- 

Make sure that the vehicle is not parked in high grass or 
brush. 

nents a n d  fasteners. Correct all problem areas before 
operating the set. Hre c8n cause severe lniu,,, 

or death. Do not operate fhe generator set when #e 
vehicle Is parked in high gmis or brush. 

Lubrication 

Check the engine oil level before each start. Make sure 
the generator set is level and keep oil level filled close to 
the dipstick FULL mark. Do not overfill. Seethe Mahie -  
nance section for lubrication recommendations and oil 
change procedures. 

[-I Exhaustgaspresents the hazard of se- 
vere personal Injuy or death. Make cerfaln that all 
exhaust components ate operational and secure 
and there Is no leakage. 

Do not start the generator set while a bad is cmm&d 
h k h  certain that the output switching device on the Ve- 
hicle (i present) is in the "Utility" position, and that the ve- 
hicle AG distribution panel breakers are off (open). 

Do not start the set if exhaust gases will not effecti-vely 
expel away from the vehicle. Be aware that any vent, 
window or opening that can be opened and that is not 
permanently sealed from the vehicle living space can be 
an  avenue for carbon monoxide. 

1-1 Hot oil can cause severe bums if 
spilled orspiashed on skin. Keep fingers and bands 
clear when removing oil drain plug, and wear profec- 
five clothing. 



Fuel 

Makesure thefuel tanksarefull. Seethe Recommended 
Fuels section. 

-1 Gasoline presents the hazard of  fire or 
explosion that can resultln severe petsonallnjuty or 
death. Do not smoke or allow any fiame, spark pllof 
light, arc-produclng equipment or other Ignition 
sources around fuel'or fuel components. Keep a 
fype ABC fire extinguisher nearby. 

RECOMMENDED FUEL 

Gasoline Models: Use clean, fresh unleaded gasoline. 
(Regular leaded may be used il necessary.) Unleaded 
gasoline promotes extended service intervals, longer 
spark plug life, and less engine carbon clean-out mainte- 
nance. 

Gasoline fuels deteriorate over time causing fuel system 
corrosion and the formation of gum and varnish-like d e  
posits. These deposits cause hard starting and rough 
engine operation. If the generator set will not be oper- 
ated for more than 120days, afuel preservative and sta- 
bilizer, like OnaFreshm, should be used to protect the 
fuel system and reduce contaminant formation (refer to 
Out-Of-Service Protection in the Mainfenancesection). 

Oneherh la a trademark of the Onan corporation. 

LPG Models: Use clean, fresh commercial propane or 
HD-5 grade liquid propane gas in a mixture of at least 90 
'percent propane. Propane fuels other than HD-5 can 
contain more than 2.5 percent butane which can result in 
fuel vaporization and poor engine starling in low ambient 
temperatures (below 3PF or OOC). 

Amanuelshutoff valvemust bemounted onthapropenefuelsup 
ply tank. This supply tank valvemust be opmodfulty when oper- 
ating thm generator a d  so the flow valve will doae Wlth a broken 
propane f d  line. 

CONTROL PANEL 

The following section describes the function and opera- 
tion of the generator set controls. The generator set con- 
trol panel and optional remote control panels are shown 
m Figures 3-1 and 3-2. 

Control Components 

SfaWSfop Swlfch: Starts and stops the set locally. The 
set can also be operated from an optional remote control 
wired to the set control panel. 

Confro/ Fuses: Provide protection for the control box 
wiring and remote wiring from short circuit or other over- 
load. The cranking fuse provides protection during start- 
up and the running fuse provides protection while the 
generator set is operating. 

Line Circulf Breaker: Protects the generator from a 
short or overloaded circuit. 

CONTROL N S E S  
F2 F1 STAWSTOP 

(CRANKING) (RUNNING) McH 

SAMP STOP START 
AC CIRCUIT BREAKER 4 

lb 
~~ 

scl6w-2 

FIGURE 3-1. GENERATOR SET CONTROL PANEL 

GENERATING 
LAMP (ILLUMI- 

NATEswHENsEr 
1s OPERATING) 

. \  

DELUXE 
PANEL 

BAmw 
CONDITION 

MEER 

STANDARD 
PANEL 

GENERATING LAMP 
(ILLUMINATES WHEN 
SET IS OPERATING) 

I 

J 

! 
! 

FIGURE 3-2. REMOTE CONTROL PANELS 
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REMOTE CONCROL PANEL.(OPTIONAL) 

The optional remote control enables the generator set  to 
be run from inside the RV living quarters or driver's area. 

Standard Remote Control: This has a StartlStop 
switch and an indicator lamp that lights when the set is 
running. 

Deluxe Remote Control: Has the same features as the 
standard remote control plus a running time meter and a 
battery condition meter. See Figure 3-2. 

Running 77me Meter: Indicates cumulative total 
hours of generator set use. Usethe meter to keep a 
record for periodic maintenance. 

Baftey Condition Meterr Indicates the condition 
of the battery and the battery charging arcuh The 
indicator should remain in the normal zone. If it 
reads consistently high or low, contact an Onan 
service center for assistance. 

STARTING PROCEDURE 

For initblstertupof anew generator set, refer tothe Breek-h Re 
udun recihm d this manual. 

1. Inspect the generator set. Follow the Pre-start 
Checks listed at the beginning of this section. 
(Open thefuel supply valveon LPG,fueled models). 

2 Remove the access cover. Push the StarvstOp 
switch to START. Release the switch when the 
generator set starts and replace the access panel. 

1- Contact with hot enginep- can 
cause severe bums. Use autlon when access 
cow Is removed to avoid contaacflng hot en- 
gine parts. 

-1 Operafion of fhegeneratorsef with 
the access cover removed can cause equip- 
ment damage. Generator set coollng air does 
not circulate properly wlth fhe access coverm 
moved. Do not operate the generator set WH'h 
the access cover removed. 

3. Let the set warm up before connecting a load. Make 
sure that the set is running smoothly and that there 
are no fuel or exhaust leaks. Correct any problems 
immediately. 

4. Apply load. See the Specificationssection for gen- 
erator set  output power ratings. Refer to Table 3-1 
to determine approximate power usage for various 
appliances and tools. 

-1 Continuous generator set over- 
loading can cause high operating ternperafums 
Mat could damage the generator windings. 
Keep the load within the nameplate rating. 

R e m o t e  Star t ing 

Hold the StarVStop switch on the remote control in the 
START position until the lamp on the switch lights, indi- 
cating the generator set is running. 

If the  switch is held a t  START for ten seconds and the 
lamp does not light, release the switch, wait two minutes 
and try again. If the second try does not start the genera- 
tor set, start the set using the StarVStopswitch on the set. 
If the lamp still does not light, there may be an open in the 
remote wiring. Contact an Onan center for assis- 
tance. 

TABLE 3-1. APPROXIMATE POWER USAGE 
OF COMMON APPLIANCES 

~~~~ ~ 

Appliance or Tool Approximate 

Air Conditioner ............... 1400-2000 
Battery Charger ............... Up to 800 
coffee Percolator ............. 550-750 
Converter ................... 300-500 
Elecbic Blanket ............... 50-200 
uectric Broom ................ 200-500 
~lectric Drii .................. 250-750 
Uectric Frying Pan or Wok ...... 1000-1500 
Electric Iron .................. 500-1 200 
Electric Stove (Per Element) ..... 350-1 OOO 
Electric Water Heater .......... 1 OOO-1500 
Hair Dver  ................... 800-1 500 
Microwave Oven .............. 1000-1 500 
Radio ....................... 50-200 
Refrigerator .................. 600-1 OOO 
Space Heater ................ 1000-15OO 
Television ................... 200-600 

Running Wattage 

STOPPING 

1. Disconnect dl bads from the generator set. 

2. Let the set run three to five minutes to cool down. 
Failure to let the generator set cool down can cause 
engine run-on or backtire. 

3. Push the StarYStop switch to the STOP position at 
the genset control or at the remote control. (Close 
the fuel supply valve OR LPG keled models.) 
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OPERATING RECOMMENDATIONS 

Break-In Procedure 

To prevent high oil consumption or glazing of the engine 
cylinders, perform the break-in procedure described be- 
low: 

1. After starting, apply a load to  the generator set of 
half its capacity and run the set for two hours. See 
the Specifications section for the set capacity. Ta- 
ble 3-1 lists the wattage requirement of common ap- 
pliances and tools. 

2. 

3. 

Increase the load tothreequarters capacity and run 
the set for another two hours. 

Change the engine crankcase oil after the first 20 
hours of operation, and every 100 hours after that. 
See the Maintenance section of this manual for 
more information. 

Connecting A Load 

Allow the set to w&m up before applying a heavy load. 
Overloading can cause high operating temperatures and 
damage the set. Keep the load within the nameplate rat- 
ing. Keep periods of operation at no load to a minimum. 

Hot Weather 

Keep the cooling fins clean at all times, especially in 
weather hotter than 90°F (33%). Make certain that noth- 
ing blocks the airflow to and from the generator set. 
Make certain that the set is well-maintained (see the Pe- 
riodic Maintenance Schedule in Section 4 of this man- 
ual). Do not overload the set. 

Cold Weather 

Use the right oil type and weight for cold weather condi- 
tions. See the Maintenancesection of this manual for oil 
recommendations. Change the oil only after the engine 
is warmed up. If a sudden temperature change occurs 
and the oil is not the correct viscosity, replace the oil as 
required. 

At temperatures below 40°F (4"C), move the carburetor 
air preheater lever to the WINTER position. The lever is 
located on the outside of the air cleaner housing (see Fig- 
ure 4-3). At temperatures above 70°F (2loC), move the 
preheater lever to the SUMMER position. At tempera- 
tures between 40°F (4°C) and 70°F (2loC), the 
preheater may be left in either position. P 

1-1 Operation of the preheater Men tem- 
peratures are above 70°F (27OC) may cause erratic 
operaflon, and may resuIt In reduced engine power 
and reduced engine Ilk. For this reason, leave the 
preheater In the SUMMER position at hlgh ambient 
temperaturns. 

I 

Extremely Dusty or Dlrty Conditions 

1. Keep the generator set and its cooling surfaces as 
dean as possible. 

2. Service the air deanerfrequently. 

3. Change the engine crankcase oil every 50 operat- 
ing hours. 

4. Keep oil in a dust-tight container. 

5. Keep the governor linkage dean. See the Mainte- - - 
name section for this procedure. 

Generator Set Exercise 

Infrequent operation of the generator set can encourage 
moisture to condense in the engine, making starh'ng dfi- 
cult. Moisture accumulates because the engine does not 
run often enough toreach normal operating temperature. 
This moisture can damage the engine. Also fuel evapo- 
rates and leaves deposits that can cause hard starting 
and unstable running. 

To prevent moisture damage, run the generator set  at 50 
percent capacity (see Specifications section) two hours 
every fourweeks. A long exercise period is preferable to 
several short periods. 
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TABLE 3-2 TROUBLESHOOTING GUIDE 

The following is a simplified troubleshooting guide. If these recommendations fail to resolve the problem, contact an 
authorized Onan service center. 

Many troubleshooting procedures present hazards which can resuit in severe personal injury or death. Only 
qualified se~icepers0nnel wllh knowledge of fuels, electricity, andmachinery hazards should perfom semice 
procedures. Review safety precautions on inside cover page. 

Problem 

FAILS TO CRANK 

CRANKS SLOWLY 

CRANKS BUT 
WON'T START 

EXHAUSTING 
BLACK SMOKE 

UNIT RUNS THEN STOPS 

UNIT RUNS THEN SURGES 

Probable Cause 

1. Low battery. 
2. Bad battery connection. 
3. Blownfuse. 

1. Low battery. 
2. Bad battery connection. 
3. Oil is too heavy. 
4. Load connected. 

1. Fuel below genset pickup 

2. Fuel supply shutoff valve dosed. 
3. Carbon deposits on spark plug. 
4. Low oil level. 

level in tank 

1. Rich fuel m-kture. 
2. Dim/ air filter. 
3. Chokestuck. 

~ ~~ 

1. Outoffuel. 
2. Low oil level. 
3. Excess oil. 

1. Loose or worn spark plug 
lead. 

2. Ignition coil, wiring, or control 
components defective. 

3. Faulty spark plug. 
4. Governor out of adjustment. 

Solution 

1. Check battery electrolyte level. 
2. Clean and tighten all battery 

and cable connections. 
3. Replace fuse on control box. 

1. Check battery electrolyte level. 
2. Clean and tighten all battery 

and cable connections. 
3. Replace with lighter oil. 
4. Disconnect load while starting. 

~~ 

1. Add fuel. 
2. Fully open fuel supply valve. 
3. Remove spark plug and dean. 
4. Add oil if necessary. 

1. Turn main fuel adjustment in 
1/8 turn (location of adjustment is 
shown in Figure 1-2). 

2. Replace air filter. 
3. Contact an Onan service center. 

1. Refill fuel tank 
2. Add oil if necessary. 
3. Reduce engine oil level. 

1. Check security of spark plug 
lead at spark plug and ignition 
coil. 

2. Contact an Onan service center. 
3. Remove and clean or replace 
4. Cor8acf an Onan service center. 

1-1 A hotgenemtorset can cause severe burns. Always allow tfre generator set to coolbeforeperform- 
ing any maintenance or service. 
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Section 4. Maintenance 
GENERAL 

Establish and use a maintenance and service schedule. 
In extremely hot or dusty operating conditions, reduce 
maintenance intervals accordingly. dures. 

Consult an authorized Onan service center if the genera- 
tor set is subject to extremely hot or dusty conditions, to 
draw up a more frequent maintenance schedule. Log all 
service and maintenance for warranty support. 

Perform all maintenance at the time period indicated or 
after the number of operating hours indicated. Use the 
schedule to determine the maintenance required, and 
then refer tolhe sectionsthat follow for the correct proce 

-1 Accidentalstarting of the generator set 
duffng maintenance can cause severe personal In- 
jufy or deafh. Disconnect both generator sef start- 
ing ba&y cables, before perlonnlng mainfenance. 
Remove the negafive (-) cable firsf to reduce the risk 
of arclng. 

TABLE 4-1. PERIODIC MAINTENANCE SCHEDULE 

1 - Ch& for oil, fuel and exhaust system leaks. Chedc exhaust system audibly and Visually 
with gens64 running. Temporarily remove access cover to check muffler. Repair any leaks immditely. 
Replace corroded exhaust and fuel line components before leaks occur. 

2 - Perform after first 20 hours of operation on new sets. 
3 - Replace every 150 hours, perform more often in extremely dusty conditions. 
4 - Replace annually or prior to storage. 
5 - Have the Onan senrice center perform. 
6 - Perform more frequently if there are extended periods of nonuse. 

4-1 



GENERAL INSPECTION LUBRICATION SYSTEM 

Perform a general inspection of the generator set every 
eight operating hours. Start the set  and check for visible 
and audible irregularities. 

Exhaust System 
Examine the exhaust system for leaks. Inspect the set  
compartment for holes that might allow exhaust gas  to 
enter the vehicle. If the generator set runs louder than 
usual, if the compartment has holes to the interior, or if 
the exhaust system leaks, do not operate the set  Con- 
sult an Onan service center as soon as possible, and do 
not run the set until the problem is corrected. 

Replace worn, damaged, or corroded exhaust compo- 
nents before leaks occur. 

-1 Exhaust gaspresents the hazard of se- 
vere personal injury or death. If there are any ex- 
haust leaks, do not operate the generator set, and 
have the exhaust system repaired before using the 
generator set 

Fuel System 

With the generator s e t  running, check the fuel supply 
line, filter, and fittings for leaks. Check all flexible sec- 
tions for cuts, cracks, and abrasions, and make sure they 
do not rub against anything that could damage them. Re- 
place worn or  hardened fuel line components before 
leaks occur. 

lawnR"Gl Fuel presents the hazard of fire or ex- 
plosion that can result In severe personal injury or 
death. if any leaks are detected, have them cor- 
rected Immediately. 

DC Electrlcal System 
With the genset off, check the battery terminals for clean 
and tight connections. Loose or corroded connections 
create resistance that can impede starting. Clean and 
reconnect loose battery cables. Remove the negative (-) 
battery cabie first and install it last to reduce the risk of 
arcing. 

Mechanical 

Before the initial start, the engine must be filled with oil of 
the recommended classification and viscosity. Refer to 
the Specifications section for the lubricating oil capacity. 

Be sure the engine crankcase is filled with oil to the FULL 
mark on the oil level indicator (Figure 4-1). If adding oil 
between changes, use the same brand; different brands 
might not be compatible when mixed. See Recom- 
mended Engine Oil in this section. 
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Add oil very slowly until it reaches the FULL mark on the 
oil level indicator (see Checking Engine Oil Level). Make 
certain not to overfill; excess oil may foam in the crank- 
case and stop the engine. Always replace the oil level 
indicator tightly, to avoid leakage. 

7 1  Hot oil can cause severe personal in- 
jury. Do not check the oil level whlle the generator 
set Is runnlng: oil may 610 w out of the 011 fill tube. 

Checklng Englne 011 Level 

1. Remove the oil level indicator and 'wipe it with a 
clean rag. 

2. Place oil level indicator in oil fill. Do NOT screw oil 
cap down. 

3. Remove oil level indicator again, and check the oil 
level on the indicator stem. 

4. Add oil very slowly as described above. 

A 
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Changing Engine Oil AIR FILTER 

Figure 1-2 shows the location of the oil drain and oil level 
indicator. In dusty or dirty conditjons, change the oil 
more frequently than is specified in the maintenance 
s c h ed u I e - 

-1 Hot oi/ can cause severe bums if 
spilled orsplashedon skin. Keep fingers and hands 
clear when removing oiidrain plug, and wearprotec- 
tive clothing. 

1. Place a pan under the oil drain plug. Run the engine 
until warm and then shut it off. 

2. Unscrew the oil plug and allow oil to drain from the 

3. Install oil plug and tighten securely to avoid oil leak. 

engine. 

4. Dispose of the old oil properly. 

5. Refer to the Specificaonssection for the engine oil 
capacity. See Recommended Engine Oil to select 
the proper grade of oil. 

6. Remove oil level indicator and replenish oil through 
oil fill port. Add oil very slowly and do not over fill. 

Recommended Englne Oil 

Use oil with the API (American Petroleum Institute) des- 
ignation SG. Oil should be labeled as having passed MS 
Sequence Tests (also known as ASTMGI V Sequence 
Tests). Refer to Figure 4-2 for recommended viscosity 
and temperatures. 

Oil consumption may be higher with a multigrade oil than 
with a singlegrade oil if both oils have similar viscosities 
at 21 0" F (99" C). For this reason, singlegrade oils are 
preferable unless wide temperature van'ations are antici- 
pated. 

F -20 0 20 (0 60 80 1w 
c -30 -20 -io b io-20 3b 40 
TEMPERATURE RANGE YOU EXPECT BEFORE NEXT OIL CHANGE 

M13Q 
FIGURE 4-2. SAE VISCOSITY GRADES 

In dusty conditions, change the air filter often. Replace 
the air filter only with an Onan-approved filter. 

To change the filter, remove the access cover, lii the fil- 
ter cover out of the scroll housing and pull out the filter 
retainer. See Figure 4-3. 

FIGURE 4-3. REPLACING THE AIR FILTER 

GASOLINE FUEL FILTER 
Change the fuel filter at the interval recommended iriihe 
Maintenance Schedule or if performance probiems GO 
cur and bad fuel is suspected. Switch AC breaker GFF 
(Figure3-1). Shutoff thefuelsupply valveandlettheset 
run until it is out of fuel. Allow the generator set  to cool 
down before replacing the fuel filter. Referto Figure 4-4. 

Fuel presenfs the hazard of tire or ex- 
plosion that can cause severe persona! injury or 
deatfi. Do not permit any flame, spark, pilot f@M, /it 
c!gamite, or otherlgnlfion source near fhe feel sys- 
tem. Keep a iype ABC flre extinguisher neafiy. 

bcArmoNI hcorrect repiacemenf of service parts 
can wul t  In damijge to equipment Use genuine 
Onan repiacemenf fuel flltets oniF 

FIGURE 4-4. FUEL FILTER 



BATTERY CARE 

To increase battery life, perform these routine checks 
and preventive measures. 

-1 Batteries present fhe hazard of explo- 
sion, whlch can result in severe personal injury. Do 
nof smoke or allow any fire, flame, spark, piiof light, 
arc-producing equipment or other ignition sources 
around the bafteq area. Do not disconnect battery 
cables while fhe generator set is cranking or run- 
ning: bafferies glve off explosive gases. 

1-1 Battery efecfroiyte can cause severe 
eye damage and burns to the skin. Wear goggles, 
rubber gloves and a protective apron when working 
with batteries. 

the linkage for binding, excessive slack and wear during 
each general inspection. Figure 4-5 shows the governor 
linkage on a gasoline fueled generator set. 

GOVERNOR 

1. Keep the battery case dean  and dry. 

2. Make certain that the battery cable connections are  
clean and tight. To remove the battery cables, use a 
terminal puller tool. 

3. ldent'iy the cable as positive (+) or negative (-) be- 
fore making the connection. Always connect the 

4. 

5. 

6. 

negative (-) cable last, to reduce the risk of arcing. 

To remove corrosion around the terminal connec- 
tions, wash the terminals with an ammoniasolution 
or a solution consisting of 114 pound (about 100 
grams) of baking soda in 1 quart (about 1 liter) of 
water. Be sure the vent plugs are  tight to prevent 
cleaning solution from entering the cells. After 
cleaning, flush the outside of the battery and the 
surrounding areas with dean water. 

Maintain the electrolyte level by adding distilled 
water as needed to reach the split-level marker in 
the battery. The water component of the electrolyte 
evaporates, but the sulfuric acid component re- 
mains. For this reason, add water, not electrolyte to 
the battery. 

Use a battery hydrometerto check the specificgrav- 
ity of the electrolyte in each battery cell. Charge the 
battery only if the specific gravity measures less 
than 1.21 5. Avoid overcharging the battery. Stop 
the boost charge when the electrolyte specific grav- 
ity reaches 1.260, at approximately 80° F (27" C). 

GOVERNOR LINKAGE 

The governor linkage must be free to move through its 
entire range of travel. Have the governor linkage 
deaneciand adjusted by an Onan service center as 
specified in the Periodic Maintenance Schedule. Inspect 

GOVER~OR 
UNKAGE 

Ul710-3 

FIGURE 4-5. GOVERNOR UNKAGE 

SPARK PLUG 

A spark plug with heavy combustion deposits can cause 
the generator set to misfire, operate erratically, or stop 
when a load is applied. When the spark plug is removed, 
inspect and regap it (Figure 4-6). If the plug is discolored 
or fouled, replace it. 

0 Black deposits indicate a rich mixture. 
0 Wet plugs indicate misfiring. 
0 Badly or frequently fouled plugs indicate the need 

for a major tune-up. 

SPARKPLUGGAP 
(SEE SPECIRCATlONS) 

FIGURE 46. SERING SPARK PLUG GAP 
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INSPECT AND CLEAN ENGINE 
(INTERNAL) 

Running the generator set  under widely varying operat- 
ing conditions, running the engine at less than 50 percent 
load, and using fuel with additives and impurities can im- 
pede engine performance and shorten engine life. 

Have the engine combustion chamber inspected inter- 
nally by an Onan service representative for component 
wear and carbon buildup after approximately 500 hours 
of use. Because this procedure requires removing the 
cylinder head, it must only be performed by an  Onan 
service representative, trained in generator set  mainte- 
nance and repair. 

OUT-OF-SERVICE PROTECTION 

If the generator set cannot be exercised regularly and it 
will not be in use for more than 120 days, the following 
procedure is recommended. Failure to provide out-of- 
service protection can result in difficult starting, rough en- 
gine operation and reduced engine life. 

Generator Set Storage Procedure 

1. Add a fuel preservative and stabilizer, such as 
OnaFreshm, to the fuel supply. Follow manufac- 
ture's instructions for using the fuel additive. Run 
the generator at 50 percent load (see Specifications 
section) for 30 minutes. 

-1 Fuel additives can cause a rlsk of 
personal injury. Read and follow rnanHamr- 
er's instructions. 

2. Disconnect the load, switch AC breaker OFF (Fig- 
ure 3-1) and stop the generator set at the set con- 
trol. 

3. Closethe fuel supply valve and removethe airfilter. 
Restart the generator set at the se t  control. As the 
generator set starts to run out of fuel (noticeable 
stumble or surge), spray fogger, such as 
O n a G a r P ,  into the carburetor intake and reas- 
semble the air filter. Follow manufacturer's instruc- 
tions for using the fogger. 

4. Replace the air cleaner after the engine stops. Re- 
move the sparkplug and ground the spark plug lead 
to prevent arang. Spray OnaGardrMor engine oil up 
into the spark plug hole while cranking the engine 
for 3 seconds. Clean up excess oil and install the 
spark plug and plug wire. 

OneFreshand ChmGardatairadmarbof OnancorpOre 
llon 

5. Drain the crankcase oil when the exhaust system 
has cooled. Refill the crankcase and attach a tag 
indicating viscosity of oil used. 

-1 Hot oil can cause severe burns if 
spilied or splashed on skin. Keep fingers and 
hands clear when removing oil drain plugy and 
wear protective clothing. 

6. Disconnect the cables from the starting battery, 
negative (-) cable first to reduce the risk of arcing. 

Returning t h e  Genera to r  Set to Operatiosr 

1. Inspect the generator set. 

2. Check the engine oil level. Check tag on set to ver- 
ify that oil viscosity is still correct for existing amb~ 
ent temperature. 

3. Clean and check battery. Measure specific grav-w 
and verify electrolyte level is at split ring. Check the 
battery electrolyte level. Reconnect the cables, 
negative (-) cable last, to reduce the risk of arcing. 

-1 Battery electrol'e can cause se- 
vere eye 'damage and bums to the skin. Wear 
goggksy rubber gloves, and a protective apron 
when working with batteries. 

[-I Bafterles present the hazatxi of ex- 
plosion #?at can result In severe personal in- 
jury. Do not smoke or allow aiy spa&, flsme, 
pilotIigh4 arc-producing equipment or ofberig- 
nition sources around the hiaery 2 m .  

4. Check the air filter and repiace if dirty. 

5. Turn on the fuel supply. 

6. Start the generator set at the set cor3rol. Initial 
startup may be slow, due to oil in the cylinder. 
Smoke and rough operation will occur until the oil in 
the cylinder is burned. If the engine does not stat, 
clean or replace the spark plug. 

7. Apply 50 percent load to the generator set until it 
runs smoothly. Run the generator set for an hour. 

8. Remove the load arld let the generator set run for 
three to five minutes to cool down. Then move the 
StarVStop switch to the STOP position. The gen- 
erator set is now ready for operation. 
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Onan Corporation 
1400 73rd Avenue N. E. 
Minneapolis, MN 55432 

Telex: 275477 
Fax: 612-574-8087 
Onan is a registered trademark of Onan Corporation 

61 2-574-5000 


	Cover
	Safety Precautions
	Table of Contents
	1. Introduction
	2. Specifications
	3. Operation
	4. Maintenance

	WATERMARK: Redistribution or publication of this document, by any means, is strictly prohibited.


